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SCHEMATIC DESIGN 15% SUBMITTAL

CONSULTANTS: ARCHITECT/ENGINEERS:

23  West Broad St.,  Suite 200

Richmond,  Virginia   2 3 2 2 0

Telephone:  8 0 4.3 5 3.3 0 5 1

Facsimile:   8 0 4.3 5 8.1 4 4 2

Webpage:    www.csarch.com

LIFE SAFETY

WASHINGTON

688-336
MEP STRUCTURAL

VA MEDICAL CENTER 4E
PATIENT WARD EXPANSION

04/20/201005/03/2010

DAVID WRIGHT
CCRD PARTNERS
3311 W. BROAD ST.
RICHMOND, VA 23230
(804) 355-2067

JOHN HANCOCK
STROUD-PENCE & ASSOC.
4198 COX RD., SUITE #110
GLEN ALLEN, VA 23060
(804) 346-3935

FERNANDO ESCALANTE
RHINO FIRE PROT. ENG. PLC
12359 SUNRISE VALLEY DR.
SUITE #350
RESTON, VA 20191
(703) 476-5034

DESIGN DEVELOPMENT 50% SUBMITTAL 06/21/2010
CONSTRUCTION DOCUMENTS 95% SUBMITTAL 02/01/2011
CONSTRUCTION DOCUMENTS 100% SUBMITTAL 06/22/2011
CONSTRUCTION DOCUMENTS 100% SUBMITTAL- FOR BID 06/13/2012

5 3/8"

COMPOSITE METAL
WALL PANEL SYSTEM

1" RIGID INSULATION

VAPOR BARRIER

BUILT-UP ROOF

MIN. 4" RIGID INSUL.
SLOPE TO DRAIN

CONT. ALUM. COPING

SPRAY-ON FIREPROOFING/ TYP. ALL NEW
STRUCTURAL STL. ELEMENTS

5/8" EXTERIOR SHEATHING

BATT INSULATION

STRUCTURAL STEEL

3/4" EXT.
SHEATHING

METAL DECKING

STEEL ANGLE

COL

THE GENERAL CONTRACTOR, AND ESPECIALLY THE G. C.'S SUPERINTENDENT IS RESPONSIBLE FOR MAINTAINING THE FOLLOWING
CONDITIONS THROUGH OUT THE WALL CONSTRUCTION PROCESS TO INSURE THE CREATION OF A WATERPROOF FLASHING SYSTEM:

1.    THE CONTINUITY OF THE THERMAL BARRIER.

2.    THE CONTINUITY OF THE VAPOR BARRIER.

3.    A CLEAN AND OPEN 2" AIR SPACE OR INSTALL A "MORTAR NET " OR A SIMILAR PRODUCT DESIGNED TO KEEP THE
       WEEP HOLES CLEAR.

4.    WEEP HOLES CLEAR AND FREE FROM MORTAR AT 24" O. C. MAX.

5.    THE CONTINUITY OF ALL FLASHING THROUGH WALL FLASHING, HEAD, JAMB, SILL AND BASE FLASHING.

6.    THE BASE, SILL, JAMB, HEAD, THROUGH WALL FLASHING AND ALL OTHER FLASHING SHALL BE PER SPECIFICATIONS.

7.    EXTEND THE FLASHING THROUGH THE WALL AND LEAVE EXPOSED.   DO NOT TRIM UNTIL DIRECTED TO DO SO BY THE ARCHITECT.

8.    THE PROPER PREPARATION AND INSTALLATION OF ALL BACKER RODS AND JOINT SEALANTS.

9.    MAINTAIN THE WATER TIGHT INTEGRITY OF THE BUILDING'S EXTERIOR WATER VAPOR AND MOISTURE BARRIERS.

FLASHING GENERAL NOTES

11 3/8" WINDOW

SOLID BLOCKING

STRUCTURAL STEEL ANGLE

S.S. FLASHING

FASTEN EXCESS MEMBRANE TO NEW
 CONSTRUCTION W/ TERMINATION BAR

STRUCTURAL STEEL PLANTER BED

S.S. EXPANSION JOINT COVER

LEAVE EXCESS ROOFING MEMBRANE
DURING DEMO. TO COVER EXP. JOINT

STEEL STUD WALL @ LOCATIONS W/O NEW SLAB

NEW 6" STEEL STUD EXPANSION
JOINT PARAPET

EXISTING ROOFING MEMBRANE

EXISTING RIGID INSULATION

EXISTING ROOF SLAB W/
EXPANSION JOINT

5/8" GWB

STRUCT. BEAM

6" CMU SLAB EDGE SUPPORT

12W 12E

NEW CONC. SLAB ON
 RIGID INSULATION BASE

5 3/8" METAL PANEL SYSTEM

RIGID INSULATION

VAPOR BARRIER

EXTERIOR SHEATHING

6" STEEL STUDS W/ BATT INSULATION

5/8" GWB ON 2 1/2" METAL STUDS

2 1/2" METAL STUDS W/ BATT INSULATION

STRUCTURAL STEEL BEAM

STRUCTURAL STEEL AWNING - SEE 16/ A-501 FOR DETAIL

S.S. FLASHING

SOLID BLOCKING

SEALANT & BACKER ROD

WINDOW - ALIGN FACE OF FRAME TO
 METAL PANEL EDGE

12W

STRUCTURAL STEEL ANGLE

8"
  M

IN
.

RIGID INSULATION

VAPOR BARRIER

EXTERIOR SHEATHING

LAP AND ADHERE VAPOR BARRIER OVER NEW
 ROOFING MEMBRANE AND SECURE W/ TERM. BAR

5/8" GWB ON 6" STEEL STUDS W/ BATT. INSULATION

METAL PANEL SYSTEM

EXISTING ROOFING MEMBRANE - LEAVE SUFFICIENT
EXCESS DURING DEMO. TO LAP UP NEW WALL

NEW RIGID INSULATION - SLOPE TO MEET
 EXISTING INSULATION AND SWALE TO ROOF DRAIN.

NEW STRUCT. SLAB POURED SOLID W/ EXIST. SEE STRUCT. DWGS.
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8 1/4"

CURTAINWALL WINDOW SYSTEM

SOLID BLOCKING

SEALANT & BACKER ROD

METAL PANEL SYSTEM

SEALANT

(3) LAYERS 5/8" GWB

STEEL SUPPORT STUDS

2-HR RATED PARTITION

VAPOR BARRIER

EXTERIOR SHEATHING

SPRAY-ON FIREPROOFING

STRUCTURAL STEEL

3 5/8" STEEL STUDS

XXGA BENT STEEL STRAPS TO SUPPORT
SHEATHING @ BOTTOM, MID-HEIGHT, AND TOP

1" RIGID INSULATION

10

F

CURTAINWALL WINDOW SYSTEM

SEALANT & BACKER ROD

EXTERIOR SHEATHING

VAPOR BARRIER

METAL PANEL SYSTEM

SPRAY-ON FIREPROOFING

STRUCTURAL STEEL

5/8" GWB

SOLID BLOCKING

8 GA BENT STEEL STRAPS TO SUPPORT CORNER
SHEATHING @ BOTTOM, MID-HEIGHT, AND TOP

1" RIGID INSULATION

8

G

RIGID INSULATION

VAPOR BARRIER

EXTERIOR SHEATHING

S.S. FLASHING

SEALANT & BACKER ROD

SOLID BLOCKING

WINDOW

S.S. FLASHING

5/8" GWB

6" STEEL STUDS W/ BATT. INSULATION

METAL PANEL SYSTEM

6" STEEL STUD BOX HEADER
COL
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SCALE: 1 1/2"=    1'-0"
3 EXT - TYP. CORNICE

A-501

SCALE: 1 1/2"=    1'-0"
1 EXT - TYP. WALL SILL @ EXP. JOINT

A-501

SCALE: 1 1/2"=    1'-0"
2 EXT - TYP. WINDOW HEAD @ AWNING

A-501

SCALE: 1 1/2"=    1'-0"
6 EXT - TYP. WALL SILL @ ROOF

A-501

SCALE: 1 1/2"=    1'-0"
8 EXT - 5E @ 2-HR WALL

A-501

SCALE: 1 1/2"=    1'-0"
9 EXT - TYP. 5E CORNER

A-501

SCALE: 1 1/2"=    1'-0"
7 EXT - TYP. WINDOW HEAD/ SILL

A-501

SCALE: 1 1/2"=    1'-0"
16 EXT - EXTERIOR AWNING SECTION

A-501
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